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The suitability of using the initial current
from the rapid chloride test (ASTM C
1202) to determine specimen conductivity
is tested using impedance spectroscopy
with a frequency spectrum of 10 Hz to 1
MHz. The specimen conductivity has an
analytical relationship to specimen diffusiv-
ity and so is a useful quantity in service
life prediction. Measurements made on
specimens of different lengths indicate
that the total charge passed during the six
hour conduction test carried out accord-
ing to ASTM C 1202 is not a direct mea-
sure of specimen conductivity. Further,
ohmic heating during the 6 hour test makes
it nearly impossible to directly measure
any specimen transport property from the
results. The total charge passed during
the 6 hour conduction test is, therefore, not

a reliable quantity for service life predic-
tion. Results indicate that the direct current
(dc) measurement of resistance using a
voltage of 60 V is sufficient to overwhelm
polarization effects, thereby yielding an
accurate estimate of the true specimen con-
ductivity. Impedance spectroscopy mea-
surements also indicate that corrosion may
form on the brass electrodes, adding bias
to a conductivity estimate based upon a dc
measurement.
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1. Introduction

There has been considerable research interest in stud-
ies of diffusive ion transport through the saturated pore
space of portland cement paste. Measurements of con-
ductivity have provided a useful insight into characteriz-
ing relevant transport properties [1–8]. This effort has
been motivated by the direct relationship between the
concrete conductivity and both the steel reinforcement
corrosion rate and the ion diffusivity. The concrete con-
ductivity is directly proportional to the reinforcement
corrosion current, and it can also be related to the ion
diffusivity through the Nernst-Einstein equation for
electrical potential gradients or the Nernst-Plank equa-
tion for both electrical and chemical potential gradients

(see Ref. [9], Chap. 4). Therefore, concrete conductivity
can be an important transport property in determining
concrete service life in corrosive environments.

Both the American Association of State Highway and
Transportation Officials (AASHTO) and the American
Society for Testing and Materials (ASTM) have a stan-
dardized test of electrical conduction through concrete,
referred to here as the rapid chloride test (RCT). This
test measures the cumulative electrical charge passing
through a specimen subjected to a direct current (dc)
voltage of 60 V over a period of 6 h. However, changes
in the pore fluid conductivity due to ohmic heating
[10,11], and changes in the microstructure due to elec-
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tromigration [12] prevent the standardized six hour test
from yielding a direct measure of specimen dc conduc-
tivity and diffusivity.

The work described herein explores whether speci-
men diffusivity can be determined from some other
aspect of the RCT. Experiments have been performed
elsewhere that demonstrate the direct relationship be-
tween specimen conductivity and diffusivity [13–15].
Experiments have also been performed which purport to
demonstrate a causal relationship between measure-
ments of diffusivity and either the total charge passed or
the initial current using the RCT cell [16–22]. However,
no direct relationships between parameters of the RCT
and diffusivity have been proven. Therefore, a means to
accurately determine specimen conductivity from RCT
data would be a crucial step towards establishing a rela-
tionship between RCT data and specimen diffusivity.

Accurate measurements of specimen conductivity
can be made using the experimental techniques of
impedance spectroscopy (IS). Using an alternating cur-
rent (ac) that varies over a wide range of frequencies,
effects such as electrode polarization and ion transfer
can be eliminated, yielding the true specimen resistance.
The specimen conductivity may then be calculated from
the measured resistance and a knowledge of the speci-
men geometry. However, under certain conditions, these
electrode effects may be negligible. There is a small
range of frequencies over which the electrode effects
have an insignificant contribution to the overall conduc-
tivity, leading a number of investigators to report speci-
men impedance at a fixed frequency. Further, it may be
possible to estimate specimen conductivity in a situation
where the electrode effects are relatively small com-
pared to the applied potential. Experiments have shown
that the combined electrode effects generate a voltage
drop of less than 2 V [3,23]. Therefore, one may conjec-
ture that if a specimen is subjected to a dc electrical
potential of 60 V, and if the combined electrode effects
generate a negligible voltage drop, the specimen con-
ductivity calculated from the resultant dc current may be
sufficiently accurate for most purposes.

Reported herein are the results from IS measurements
performed on specimens just prior to the application of
the 60 V specified by the RCT. A frequency spectrum
of 10 Hz to 1 MHz was used to determine the true
specimen resistance, from which the conductivity was
calculated. The RCT setup used here recorded the cur-
rent at 60 s intervals, including the instantaneous initial
current, until the completed test at 6 h. Results show that
the initial RCT current can be used to directly and accu-
rately determine the specimen conductivity. Implica-
tions of this result for possible future “rapid” tests are
discussed.

2. Impedance Spectroscopy

Specimen conductivity can be most accurately deter-
mined using the principles of IS [24]. In an IS measure-
ment, the specimen is subjected to an ac voltage over a
range of frequencies, and the phase (with respect to the
applied potential) and amplitude of the current are mea-
sured at each frequency. In order to interpret the IS
results, the impedance response of a specimen is ap-
proximated by an equivalent circuit. The components of
the circuit have a physical correspondence to compo-
nents of the specimen. For metal electrodes against a
saturated porous material composed of an insulating
solid framework and a pore space filled with electrolyte,
the impedance response can be approximated by an
equivalent circuit composed of resistances R and C
[24,25]. A simple equivalent circuit for the RCT is
shown in Fig. 1. The subscripts “E” and “B” represent
the electrode and the bulk components, respectively. The
term bulk represents the porous solid and electrolyte
pore solution composite, and is interchangeable in
meaning with specimen in this context. The resistance
RB in Fig. 1 represents the dc resistance of the RCT
specimen. The capacitance CB represents the specimen
capacitance due to the electrolyte in the pore space. The
electrode elements RE and CE represent the impedance
response of the electrodes due to polarization and charg-
ing effects.

The equivalent circuit in Fig. 1 is composed of paral-
lel resistors and capacitors connected in series. The
impedance of a resistor ZR and a capacitor ZC are com-
plex quantities (i = ��1) that are parametrized by the
ac angular frequency � [26]:

ZR = R ZC =
1

i�C
(1)

The complex nature of the impedance corresponds to a
phase difference between the current and the voltage
through these devices; a resistor, having a pure real
impedance, does not contribute to a change in the phase.

Fig. 1. A simplified equivalent circuit used to model the electrode and
bulk impedance of the rapid chloride test (RCT) cell. The electrode
resistance RE and electrode capacitance CE characterize the electrode-
electrolyte junction. The bulk resistance RB and bulk capacitance CB

characterize the saturated concrete specimen.
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The circuit in Fig. 1 can exhibit both a capacitive and
resistive response. For some values of � , the current and
the voltage are nearly in phase. In this case, the
impedance has no complex component, and the entire
system behaves like a purely resistive element. These
values of � for which the system is purely resistive can
be determined from the total impedance of the equiva-
lent circuit in Fig. 1:

Z (� ) = � 2RE

1 + ( w
w E

)2 +
RB

1 + ( w
w B

)2�
� i� 2RE( w

w E
)

1 + ( w
w E

)2 +
RB( w

w B
)

1 + ( w
w B

)2�= Z' (� ) + iZ" (� ) (2)

The quantities Z' and Z" represent the real and imaginary
components of Z , respectively. The constants �E and �B

are equal to (RECE)�1 and (RBCB)�1, respectively, and are
of the same dimension as � (i.e., have the same unit). In
a system like saturated concrete, the quantity �E may be
several orders of magnitude smaller than �B

(�E <<< �B). Given this information, there are three
ranges of values for � that are of interest:

Z (w → 0) = 2RE + RB

Z (w → �) = 0
Z (�E << � << wB) = RB.

The third relationship expresses mathematically the fact
that for intermediate values of � , orders of magnitude
from either �E or �B, the entire system becomes purely
resistive; the phase difference between the applied
voltage and the resultant current is negligible. Most im-
portantly, this value of Z is equal to the bulk specimen
resistance RB that is used to calculate the specimen con-
ductivity.

A schematic representation of Z (� ) is shown in Fig.
2 for �E <<< �B. The figure is an impedance plane plot,
typically referred to as a Nyquist plot, and is
parametrized by � , where � = 0 is at the right hand side
of the curve, and � = � is at the left. The values of � at
the maximum values of �Z" are shown. Experimentally,
impedance analyzers can only produce a finite range of
frequencies, and typically only the portion of the curve
near Z' = RB is measured. For an estimate of bulk con-
ductivity, this is all that is required. However, only under
ideal conditions does the imaginary component of Z go
to zero at Z' = RB. In practice, the response of a speci-
men is more like that shown in Fig. 3, where the bulk
resistance RB must be estimated from the value of Z' at
the minimum of �Z" . The data collected for Fig. 3
consist of 10 data points per decade of frequency. The
datum at each decade is shown as a filled circle along
the curve. Therefore, the value of RB in Fig. 3 was

Fig. 2. Impedance plane plot showing the real Z' and imaginary Z"
components of the total impedance of the circuit in Fig. 1; the inde-
pendent parameter is the angular frequence � . At the maxima, � is
equal to the characteristic frequency of the bulk �B = (RBCB)�1 and the
electrodes �E = (RECE)�1, respectively.

Fig. 3. Impedance plane plot showing the real Z' and imaginary Z"
components of the total impedance for a typical specimen in the rapid
chloride test (RCT) cell; the independent parameter is the angular
frequence � . The minimum of the curve is used to determine the
sample bulk resistance RB. Solid circles represent data at decade fre-
quencies; the sampled frequencies ranged from 101 to 106 Hz.

determined at a frequency between 10 kHz and 100
kHz.

Although a more complete equivalent circuit for the
bulk and electrode response of the RCT cell would be
more complicated than that shown in Fig. 1 [27,28], this
simple circuit captures the major behavior. However,
there is an additional component of the bulk impedance
that is not represented in Fig. 1. A schematic cross
section of the RCT with sample and holders is shown in
Fig. 4. Typically, between the specimen and each brass
electrode, there is a 1 mm to 5 mm gap that is filled with
aqueous electrolyte: either 3 % mass fraction of NaCl or
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0.3 mol/L NaOH. The contribution of this resistive com-
ponent to the total resistance can be calculated from the
solution conductivities found in published tables [29]:
�NaCl = 4.4 mS/mm and �NaOH = 5.7 mS/mm. For the
geometry of the RCT cell, the resistances divided by
length are 0.029 �/mm and 0.022 �/mm for the NaCl
and the NaOH solutions, respectively. Therefore, a gap
of 10 mm between each electrode and the specimen
contributes less than 1 � to the bulk resistance. Since
the bulk resistance for concrete is typically in the range
of 100 � to 1000 �, the contribution by the electrolyte
between the electrodes and the sample can be neglected.

3. Experiment
3.1 Samples

The mixture proportions of the samples prepared for
this experiment were designed to yield a moderate range
of transport properties and are based upon mixture pro-
portions from previous experiments [30]. The wide
range of transport properties were achieved through
variations in water-cement mass ratio mw/mc (commonly
denoted by w/c), cement replacement by pozzolanic
mineral admixtures, aggregate gradation and volume
fraction, and dosage of high range water reducing ad-
mixture (HRWRA). The cement was ASTM Type I; the
chemical composition is given in Table 1. The poz-
zolanic mineral admixture was silica fume in slurry

Fig. 4. A schematic cross section of the rapid chloride test cell
showing the relative positions of the sample and the electrodes.
The cylindrical specimen has a diameter of 100 mm and is 50 mm
long from electrode to electrode. The solution volume at each end
of the cell is approximately 250 mL.

Table 1. Chemical composition of the Type I cement used in this
experiment. The mass fractions not shown are attributable to trace
elements

Oxide Mass fraction (%)

Calcium 63.73
Silica 21.63
Aluminum 4.27
Iron 3.02
Sulfur 2.69
Magnesium 2.26
Free Lime 0.75
Potassium 0.51
Sodium 0.21

form. The aggregate type was natural silica and two
gradations were used: silica sand conforming to the
ASTM C 778 Graded Sand designation; and a “micro”
concrete aggregate composed of natural silica sand. The
gradation for the “micro” concrete aggregate, based
upon a report by Fuller [31], is shown in Table 2. The
HRWRA was an aqueous solution with a naphtalene-
sulfonate mass fraction of 40 %. The mixture propor-
tions of the samples used in this experiment are shown
in Table 3.

Table 2. Specification for “Micro” concrete aggregate proportions.
Designation C 778 indicates conformity to specification ASTM C
778. The components S15 and F95 are products of the U.S. Silica
Company1 (Ottawa, IL)

Designation Range of Mass fraction
particle size (%)

(�m)

S15 600 to 2360 37
C 778 (20-30) 600 to 850 19
C 778 (Graded Sand) 300 to 600 19
F95 200 to 300 25

The mixtures were prepared according to the proce-
dures in ASTM C 109. The samples were cast in 100
mm diameter and 200 mm long cylindrical molds, cov-
ered, and stored in a 100 % relative humidity chamber.
At 24 h of age, the specimens were removed from the
molds and stored (50 d to 80 d) in a saturated calcium
hydroxide bath until they were tested. Although no tem-
perature controls were used, the laboratory temperature
could be characterized by the interval (20 � 2) �C.

1 Certain commercial materials are identified in this paper to foster
understanding. Such identification does not imply recommendation or
endorsement by the National Institute of Standards and Technology,
nor does it imply that the materials identified are necessarily the best
available for the purpose.
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Table 3. Sample mixture proportions. Relevant quantities are the sand gradation, the sand to cement mass ratio ms/mc, the water to cementitious
materials mass ratio mw/(ms + mc), the fraction of mc replaced by silicon, high range water reducing admixture (HRWRA) dosage with respect to
cement mass, and the air volume percentage as measured using a procedure based upon the specification ASTM C 185.

Sample Sand gradation ms/mc mw/(ms + mc) Silica HRWR Air
(%) (%) (%)

A 0.30 53.7
B 0.45 11.3
C C 778 2.75 0.60 4.2
D C 778 2.02 0.36 0.09 6.7
E Micro 1.41 0.29 0.40 1.2
F Micro 2.02 0.36 0.09 2.0
G C 778 2.75 0.49 10 0.40 8.5
H Micro 2.02 0.36 10 0.40 2.1
I 0.25 2.6
J C 778 2.75 0.49 8.6
K C 778 1.40 0.29 0.40 4.2
L Micro 2.75 0.49 3.9
M Micro 2.02 0.49 0.09 0.1

Note: Designation C 778 refers to a product conforming to the specification for Graded Sand in specification ASTM C 778.

Each specimen was prepared for testing according to
the specifications of ASTM C 1202. A single cylinder
mold was cast from each mixture and two specimens,
one specimen 50 mm long (ASTM C 1202) and the
other 100 mm long, taken from the middle 150 mm of
the cylinder, were tested. The purpose of using two
specimen lengths was to verify the validity of the con-
ductivity measurement techniques. Conductivity, an in-
trinsic property, is independent of specimen geometry
and size. A reliable technique for determining specimen
conductivity should obtain equivalent results from repli-
cate specimens with different lengths.

3.2 IS and Initial Current Measurements

The specimens were mounted into the RCT cells and
the NaOH (0.3 mol/L) and NaCl (3 %) chambers were
filled. A commercial impedance analyzer was then con-
nected to the RCT cell banana jacks. Using a voltage of
approximately 1 V (peak-to-peak), with a zero volt dc
offset bias, across the RCT cell, the analyzer scanned
frequencies from 10 Hz to 1 MHz, completing the test
in approximately 1 min; results using ac potentials rang-
ing from 0.1 V to 1.0 V yielded similar results. The data
were stored in the computer for analysis to determine the
value of RB.

At the completion of the IS measurement, the ana-
lyzer leads were removed from the cell and the cell was
connected to a commercial dc power supply capable of
two-way communication to a computer via an IEEE-488
interface. The computer program would initiate the test,
query the power supply for the initial current, and subse-
quently query the power supply for the current every
60 s until the completion of the test. The power supply

was equipped with remote sensing to compensate for the
voltage drop along the power cable. This ensured that
the voltage delivered to the RCT cell was always within
0.1 V of 60 V.

4. Calculated Quantities

The reported values are calculated quantities based
upon the physical measurements. For clarity, these
calculated quantities shall be defined explicitly. The
total charge passed QT is calculated from the measure-
ments of the currents Ii that were carried out at times ti .
Each ti occurred at the i th minute of the test:

QT =
1
2 �

360

i=1

(Ii + Ii�1)(ti � ti�1). (3)

This method conforms to the procedure specified in
ASTM C 1202. The initial RCT resistance R0 was calcu-
lated from the initial current I0:

R0 =
60 V

I0
. (4)

As indicated in Fig. 3, the bulk resistance RB measured
using IS was determined from the value of Z' at the
minimum value of �Z" . Specimen conductivities �IS

and �RCT were calculated using the measured resistance
and the specimen length L and area A :

�IS =
L

A RB
�RCT =

L
A R0

. (5)
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Since a number of studies reported in the literature
have used a fixed frequency, it will be instructive to
determine the validity of this approach. The quantity R20

is the real component of Z (� ) at a frequency of 20 kHz,
a frequency that has been used in similar experiments
with a fixed frequency [16,18,19].

5. Results

The results of the experiment are summarized in
Table 4 and are in qualitative agreement with values
cited elsewhere [3,17,22,23]. The specimens are
grouped by sample for direct comparison between spec-
imens with different lengths from the same mixture.
Although most of the specimens were more than two
months of age at the time of testing, results of the total
charge passed QT indicate that specimens from a range
of qualities were tested. In fact, some of the tests had to
be terminated due to excessive heating. Unfortunately,

there were also some specimens that have no IS data due
to computer software problems. However, the compari-
son among RB, R20, and R0 can be carried out for all but
five specimens.

The issue of measurement uncertainty is addressed in
Appendix A. Expanded uncertainties U reported in
Table 4 represent an estimate of two standard deviations,
or an estimated coverage of approximately 95 %. The
uncertainties in the total charge passed QT were all less
than 2 C at this level, with most of the uncertainties less
than 1 C. Appendix A addresses the calculations of the
reported uncertainties, and concentrates on the compli-
cated issue of the uncertainty in QT.

5.1 Conductivity

For all but three specimens, the values �RCT and �IS

for an individual specimen differed by less than 5 %.
This fact is demonstrated graphically in Fig. 5. Immedi-
ately apparent from graph is range over which the agree-

Table 4. Comparison of results between 60 V rapid chloride test (RCT) measurements and impedance spectroscopy (IS) measurements.a

Specimen Length Age QT I0 R0 RB R20 �RCT �IS

(mm) (d) (C) (A) (�) (�) (�) (�S/mm) (�S/mm)

A-1 50 66 b 0.5995 100.1�0.1 98 98 63.6�4.0 65.0�4.3
A-2 100 66 10865�2 0.2755 217.8�0.5 215 213 58.5�3.7 59.2�3.8
B-1 50 73 b 0.9435 63.6�0.1 c 100.1�6.3
B-2 100 71 b 0.6238 96.2�0.1 c 132.4�8.4
C-1 50 64 b 0.3622 165.7�0.3 c 38.4�2.4
C-2 100 64 4389�1 0.1592 377.0�1.5 364 364 33.8�2.1 35.0�2.2
D-1 50 55 b 0.2935 204.5�0.5 203 202 31.1–2.0 31.4�2.0
D-2 100 56 2818�1 0.1103 544.1�3.0 543 540 23.4�1.5 23.4�1.5
E-1 50 69 4564�1 0.1358 441.8�2.0 444 440 14.4�0.9 14.3�0.9
E-2 100 69 1455�1 0.0580 1035�11 1030 1014 12.3�0.8 12.4�0.8
F-1 50 48 6905�1 0.1835 327.1�1.1 336 19.5�1.2 18.9�1.2
F-2 100 49 2418�1 0.0935 641.8�4.2 638 631 19.8�1.3 20.0�1.3
G-1 50 76 4603�1 0.1520 394.7�1.6 379 373 16.1�1.0 16.8�1.1
G-2 100 76 1964�1 0.0781 768.7�5.9 759 738 16.6�1.1 16.8�1.1
H-1 50 75 1591�1 0.0588 1020�11 974 963 6.2�0.4 6.5�0.4
H-2 100 75 679�1 0.0289 2074�43 2050 1992 6.1�0.4 6.2�0.4
I-1 50 69 b 0.1980 303.1�1.0 c 21.0�1.3
I-2 100 69 3363�1 0.1021 587.9�3.5 c 21.7�1.4
J-1 50 77 9128�2 0.2514 238.6�0.6 234 228 26.7�1.7 27.2�1.7
J-2 100 77 3625�1 0.1384 433.5�1.9 432 415 29.4�1.9 29.5�1.9
K-1 50 75 6944�1 0.1848 324.6�1.1 362 307 19.6�1.2 17.6�1.1
K-2 100 75 2271�1 0.0807 743.6�5.6 704 704 17.1�1.1 18.1�1.1
L-1 50 78 7662�1 0.2376 252.5�0.7 260 235 25.2�1.6 24.5�1.6
L-2 100 78 4021�1 0.1492 402.1�1.7 412 376 31.7�2.0 30.9�2.0
M-1 50 76 11067�2 0.2921 205.4�0.5 222 193 31.0�2.0 28.7�1.8
M-2 100 76 5373�1 0.1804 332.6�1.1 341 309 38.3�2.4 37.3�2.4

a The RCT resistance R0 was calculated from the initial RCT current I0 and the bulk resistance RB was determined from impedance spectroscopy.
The RCT conductivity �RCT was calculated from the RCT resistance R0 and the IS conductivity �IS was calculated from the IS bulk resistance RIS.
The total charge QT passed during the 6 h RCT is the value reported from the standardized test method. The real component of the impedance
at 20 kHz R20 is also shown for comparison purposes. Assigned uncertainties are expanded uncertainties (coverage factor k = 2 and hence two
deviation estimates); details of the uncertainty evaluation are given in Appendix A.
b Test terminated due to excessive heating.
c No measurement.
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Fig. 5. A comparison between the sample conductivity � estimated
from impedance spectroscopy (IS) and conductivity estimated from
the rapid chloride test (RCT) initial current for both the 50 mm and the
100 mm long specimens. The error bars are two standard deviation
estimates and the line delineates a 1:1 relationship.

ment is valid. The data shown on the graph represent
samples that passed total charges ranging from 679 C to
10 865 C. In addition, there are data shown that repre-
sent specimens that did not finish the 6 h test due to
excessive heating.

Since IS gives the most accurate estimate of conduc-
tivity, and since the conductivities of replicate speci-
mens of different lengths are not equal, the difference in
�IS between these specimens of different lengths must
be due to specimen-specimen variability. Since the val-
ues of �RCT and �IS for each specimen are nearly equal,
the initial current measurements yield a direct and accu-
rate measure of specimen conductivity. Therefore, the
ratio of I0 values for the two specimens is directly pro-
portional to the ratio of specimen conductances (inverse
of resistance) However, the ratio of QT values does not
equal the ratio of I0 values. Therefore, QT is not a direct
measure of specimen conductivity.

With few exceptions, the resistance measurements at
20 kHz R20 are within a few percent of RB. This suggests
that there may exist a constant intermediate frequency
one could use with the RCT cell to determine sample
conductivity to within an acceptable level of uncertainty.
However, a suitable frequency should be chosen with
care. Using a frequency of 100 Hz, as was used else-
where [22], would not be advisable due to the substantial
contribution by the imaginary portion of the impedance.
A fixed frequency test would reduce the cost of an ac
test that incorporated the RCT cell. However, with few
exceptions, the initial dc resistances are a more accurate
estimate than the 20 kHz resistances R20 measured here.

5.2 Total Charge

Although the total charge passed QT increased as the
specimen conductance increased, the values are not lin-
early proportional to one another. Samples for which
there are values of QT for both specimen lengths, the
values are not inversely proportional to the specimen
length; the value of QT for the 50 mm specimen was
always significantly greater than twice the value for the
100 mm specimen. Figure 6 shows the measured cur-
rent for the two specimens from Sample F. The current
through the 100 mm specimen is nearly constant
throughout the test. The current through the 50 mm
specimen appears to increase linearly after approxi-
mately 100 min. Although the initial currents differed
by a factor of two, the final currents did not. The differ-
ence is due to ohmic heating.

Fig. 6. Rapid chloride test current IRCT as a function of time for the
50 mm and the 100 mm specimens taken from Sample F.

Since fluid conductivity increases by approximately
2 % per degree Celsius [10,11], and assuming that spec-
imen pore fluid conductivity behaves in a similar man-
ner, one could estimate sample temperature from the
relative change in current. Unfortunately, the specimen
temperatures were not measured at the time of the tests
and a duplicate experiment that included temperature
measurements could not be conducted because the spec-
imens had been discarded.

To demonstrate the effect of temperature, an addi-
tional test was performed on a completely different
sample from the Federal Highway Administration. For
this specimen, the temperature was monitored using an
immersion temperature probe incorporating a precision
thermistor. The probe was demonstrated to be accurate
to within 1 �C. The temperature of the solutions at each
end of the specimen was measured periodically
throughout the RCT test. The data are shown as filled
symbols in Fig. 7. Along with the symbols is a curve
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Fig. 7. Calculated specimen temperature T (solid line) estimated from
changes in the rapid chloride test cell current. Measured temperature
values (filled circles and squares) were sampled from the solution at
each end of the cell.

that shows the estimated specimen temperature based
upon the increase in current passing through the speci-
men. Although the measured and estimated values are
not equal, they agree to within 10 �C throughout the test.
This is reasonable since the heat generated within the
specimen is lost to the solutions and to the room. Also,
the results are in general agreement with laboratory
experience and with results reported elsewhere [20,21].

5.3 Current at Early Times

It is interesting to note the early conductivity response
of the sample to the application of the 60 V required by
the standardized RCT. Figure 8 is a plot of effective
specimen conductivity calculated from the RCT current
for the two specimens from Sample F during the first 4
min of the RCT. The solid lines shown are only meant
to guide the reader’s eyes. The dashed lines delineate the
sample conductivities using IS. The figure shows the
effects of two phenomena: a decrease in current due to
the accumulation of polarization charge, and an increase
in current due to ohmic heating.

Using these data from Specimen F, it is difficult to
distinguish the proper time at which to measure the RCT
current to ensure an accurate estimate of �IS. One could
argue that the proper value should be determined from
an extrapolation to zero time using the values measured
at 1 min and later. Although this method would be
relatively accurate for the 50 mm specimen, it would not
be justifiable for the 100 mm specimen. The estimate
using the value at t = 0 seems to be a reasonable com-
promise. Since the values in the figure only vary by

Fig. 8. Rapid chloride test (RCT) cell conductivity during the first
four minutes of the standard test. The filled symbols were calculated
from the measured RCT cell current for both the 50 mm and the
100 mm specimen from Sample F; the solid lines are only meant to
guide the eye. The dashed lines are the corresponding RCT cell con-
ductivities as measured using impedance spectroscopy (IS).

approximately 4 % during the first 4 min of the test, it
would seem as though sufficiently accurate estimates of
sample conductivity could be made using the dc current
measurements at any time during the first few minutes.

6. Discussion
6.1 Previous I0 vs � Data

The direct relationship between the initial RCT cur-
rent I0 and sample conductivity established in this exper-
iment is in contrast to results reported elsewhere.
Hansen et al. [32] reported both the initial current and
the ac impedance at 1 kHz. However, their data showed
that, for a given specimen, the ac impedance was con-
siderably greater than the resistance calculated from the
initial current. This may be explained using the IS data
for the RCT cell that is shown in Fig. 3. The real com-
ponent of the total impedance at 1 kHz is greater than
RB. Also, if the output of the apparatus used in the
experiment by Hansen et al. is the magnitude of the
impedance |Z | = (Z' 2 + Z" 2)1/2, the difference is accentu-
ated by the greater contribution of Z" at 1 kHz than of
Z' = RB. However, the general relationship between ini-
tial current and charge passed given in Table 7 of Hansen
et al. agree with the results reported here.

The experiments reported by Feldman and coworkers
[20,21] also included measurements of specimen
impedance and RCT initial current. The impedance
measurements were conducted at 10 kHz. However, cal-
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culations of specimen resistivity using their RCT initial
current differ from the IS measurements by 20 % or
more in most cases. The source of the discrepancy can-
not be explained by our results since the real component
of Z at 20 kHz reported in Table 4 is typically within a
few percent of RB.

6.2 Significance for Diffusivity

The significance of a rapid test for determining sam-
ple conductivity is the relationship between bulk con-
ductivity and bulk diffusivity. The Nernst-Einstein [9]
equation can be used to relate the bulk diffusion coeffi-
cient Di for ion species i to the bulk conductivity �B:

Di

D f
i
=

�B

�P
. (6)

The quantity D f
i is the diffusivity of ion species i in bulk

water, and the quantity �P is the sample pore fluid con-
ductivity. Since the values of D f

i can be obtained from
tables [10], Di could be calculated explicitly from bulk
conductivity measurements if the value of �P could be
determined using a technique such as the expression of
pore fluid [28,33].

For the existing RCT apparatus to be useful to re-
searchers and practitioners, it must be able to measure
scientifically useful quantities such as diffusivity or it
must be able to report empirical measurements that are
directly related to physical processes. It has been shown
here that the total electrical charge passed during the
RCT 6 h conduction test is not directly proportional to
the true dc resistance, and so is not directly related to
diffusivity, which is the process of interest. However, the
initial current may be used to accurately estimate �B.

A second calculation shows that the RCT test does not
simulate chloride transport through the sample, and so
does not simulate real-world conditions. The magnitude
of the drift velocity vD of the chloride ions through the
RCT cell is calculated from a modification of the Ein-
stein equation [9]:

vD =
zeED

kT
(7)

The relevant quantities are the ion valence z , the elemen-
tary charge e , the magnitude of the applied electric field
E , the bulk diffusivity D , the Boltzmann constant k , and
the absolute temperature T . This equation for the drift
velocity vD can be used to determine the time required
for chloride ions to traverse a specimen, and is in agree-
ment with the experimental results of both McGrath and
Hooton [34] and Sugiyama et al. [35].

The drift velocity equation can be simplified using
the geometry of the RCT cell (E = 1.2 V mm�1) and
assuming a constant temperature of 300 K:

vD = D 	 46.4 mm�1 (8)

This equation can be simplified further by expressing
the diffusivity as a ratio of the chloride ion bulk diffu-
sivity at 25 �C (2.0 	 10�3 mm2 s�1 [10]) to the forma-
tion factor F [36,37]. The chloride ion penetration depth

 during the standard 6 h RCT, as a function of the
formation factor F , is simply the drift velocity vD times
21 600 seconds:


 =
200
F

cm (9)

Since typical values of the formation factor F for 28 d
specimens range from 100 to 1000 [38,39], the chloride
ions do not traverse the specimen during the rapid chlo-
ride test. Therefore, the standard 6 h RCT does not
simulate chloride transport through the specimen be-
cause the chloride ions typically penetrate only a frac-
tion of the specimen thickness during the test.

6.3 Conductivity vs Total Charge Correlations

Since there have been previous attempts to correlate
specimen conductivity to the total charge passed, it will
be useful to study this behavior using the data from this
experiment. Figure 9 contains a plot of the measured
conductivities �IS as a function of the total charge

Fig. 9. Sample conductivity �IS as measured using impedance spec-
troscopy (IS) versus the total charge passed QT during the 6 h rapid
chloride test (RCT). The filled symbols denote measured data for both
50 mm and 100 mm specimens. The dashed curve is the regression
equation of Berke and Hicks [19] for estimating sample conductivity
based upon total charge passed during the 6 h test.
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passed QT for the data in this experiment. When consid-
ering all the data for a given specimen length, the rela-
tionship is not linear over the entire range of QT values.
The experiment of Zhao et al. [40] correlated total
charge to specimen resistance, but only for specimens
passing less than 4500 C. Based upon the data shown in
Fig. 9, one would expect a reasonable correlation be-
tween total charge passed and specimen conductivity for
specimens passing fewer than 4500 C. However, extrap-
olating a linear correlation for fewer than 4500 C to
specimens passing as much as 10 000 C could prove to
be erroneous.

The dashed curve in Fig. 9 represents the empirical
prediction of Berke and Hicks (BH) [19] that was devel-
oped from correlations between measurements of total
charge and conductivity measurements using a lollipop
apparatus shown schematically in Fig. 10. The appara-
tus consists of a 9.5 mm diameter reinforcing bar em-
bedded along the axis of a 76 mm diameter, 152 mm
long concrete cylinder, with the reinforcing bar posi-
tioned 38 mm from the far end of the cylinder. The top

25 mm of the rod penetrating the cylinder is coated with
epoxy. Since the BH equation was developed using
50 mm specimens, it should not be expected to predict
the response of 100 mm specimens. Also, the equation
was developed using data with few values of QT greater
than 4000 C. For our experiment, the BH equation is a
reasonably good predictor of the 50 mm data for QT less
than 4000 C, but is a poor predictor for values of QT

greater than 4000 C. This is to be expected, given the
parameter space over which the equation was developed.
However, there are two features worthy of note. Use of
the equation for samples passing greater than 4000 C
would introduce large errors. Also, the estimate is con-
sistently greater than the conductivity values measured
here. This artifact may be due to the longitudinal com-
ponent of the current originating from the end of the
reinforcement bar used in the BH experiment. This addi-
tional current would cause an overestimate of the speci-
men conductivity, as is demonstrated in Fig. 9.

6.4 Corrosion Arc

An interesting component in the Nyquist plots ap-
peared near the completion of this experiment. Samples
J through M were cast and tested approximately three
months after samples A through I. The IS results from
samples A through I were fairly consistent. However,
samples J through M exhibited an additional feature in
the Nyquist plot such as that shown in Fig. 11 from
specimen K-2. The data shown in the figure were mea-
sured at the beginning of the RCT, just prior to the

Fig. 11. Impedance plane plot showing the real Z' and imaginary Z"
components of the total impedance for Specimen K-2 in the rapid
chloride test (RCT) cell. The independent parameter is the angular
frequence � ; solid circles represent data at decade frequencies. The
specimen bulk resistance RB and the sample resistance R0, which based
upon the initial direct current measurement, are shown for comparison
purposes.

Fig. 10. Schematic cross section of lollipop apparatus used
elsewhere [16,18,19] to measure specimen conductivity. Di-
mensions shown are in millimeters. The sample is placed
into a 3 % mass fraction solution of sodium chloride that
contains an additional electrode.
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application of 60 V dc. The bulk arc can be seen at
Z' < 700 �, and the electrode arc can be seen at Z' > 750
�. The interval 700 � < Z' < 750 � has an additional
arc, possibly due to corrosion accumulating over the
duration of the entire experiment. However, the cell was
damaged during an attempt to clean one of the brass
electrodes in order to confirm the corrosion theory.

The “corrosion” arc presents a possible difficulty in
using the RCT cell for determining the sample conduc-
tivity. The Nyquist plot of Specimen K-2 in Fig. 11 has
two arrows delineating the values RB and R0. The value
of RB is an accurate estimate of the sample resistance
since one would expect the actual value to be at the
intercept of the bulk arc and the Z' axis; one can show
this by adding another RC pair in the equivalent circuit
shown in Fig. 1 to approximate corrosion and observing
the result. The measured value of R0 is affected by the
presence of the intermediate arc. Despite this, the values
for �IS and �RCT differ by less than 11 % for specimens
J through M.

7. Summary

The results demonstrated that the total charge passed
during the 6 h ASTM C 1202 rapid chloride test (RCT)
was not an accurate indication of specimen conductivity.
For every mixture proportion studied, the shorter speci-
men had a disproportionately greater total charge
passed. This would be expected based upon the effects
of ohmic heating.

A measurement of the initial current (t = 0) during
the ASTM C 1202 rapid chloride test provides an esti-
mate of specimen conductivity which is typically within
5 % of the value determined from impedance spec-
troscopy using a frequency spectrum of 10 Hz to 1 MHz.
These results were confirmed using otherwise similar
specimens of different lengths. Based upon the Nernst-
Einstein relationship between specimen conductivity
and specimen diffusivity, these results imply that an
instantaneous measurement of current can yield quanti-
tative information about the diffusivity of the specimen.
Further, data obtained during the start of the RCT sug-
gest that the dc current measured at any time during the
first few minutes of the test would yield similar results.

Impedance spectroscopy impedance-plane plots also
revealed an electrochemical feature in tests performed
later in the experiment. This feature may be attributable
to corrosion of the brass electrodes. The feature was
responsible for a small bias (less than a 10 % difference)
between bulk conductivities measured by impedance
spectroscopy and the initial RCT current. Therefore,
this suggests that implementing a rapid test based only
on the initial current may require frequent monitoring of

the electrode surface condition, or the use of electrodes
made from a material that does not corrode in the testing
solutions.

8. Appendix A. Evaluation of Uncertainty
8.1 Measured Quantities

The evaluation of uncertainty requires assumptions
about the magnitudes of the uncertainties attributed to
the individual measurements. Unfortunately, none of the
individual measurement uncertainties are based upon a
statistical analysis. Rather, they are based upon engi-
neering judgment, classified as Type B [41,42] by the
International Organization for Standardization (ISO).

Table 5 summarizes the various measurement uncer-
tainties for this experiment. Since the uncertainty in
each measured quantity must be quantified, a probabil-
ity distribution must be chosen for each. Here, a Gaus-
sian distribution is used for convenience. The uncertain-
ties are characterized by an expanded uncertainty
U = kuc, where uc is the standard uncertainty, that is,
estimated standard deviation, and k is the coverage fac-
tor. The expanded uncertainties U in Table 5 correspond
to two standard deviation estimates (k = 2), implying a
coverage of approximately 95 %.

Table 5. Expanded uncertainties U (coverage factor k = 2) for the
measured quantities voltage V , current I , current measurement time t ,
specimen length L , specimen diameter D , and bulk resistance RB.

Measured Uncertainty
quantity source U

V Equipment specifications 0.054 V
I Equipment specifications 0.0006 A
t Equipment specifications 0.120 s
L Tolerance reported in ASTM C 1202 3 mm
D Tolerance reported in ASTM C 470 0.02 D
RB Typical nearest neighbor distance at minimum 2.0 �

The two standard deviation estimates are based upon
engineering judgment. If a reputable electronics manu-
facturer specifies that a voltmeter has an “accuracy” of
0.054 V, it is assumed here that U = 0.054 V. This is a
conservative estimate because one would generally ex-
pect a better than 95 % confidence that the device is
within U = 2uc. In Table 5, the values of U for the
equipment specifications are the accuracies specified by
the manufacturer.

Two of the remaining uncertainties in Table 5 are for
dimensional measurements. Unfortunately, statistical
measurements of the corresponding dimensions of each
specimen were not performed. Therefore, the uncer-
tainty in the length and diameter of each specimen is
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based upon the tolerances specified in the correspond-
ing ASTM specification, with the assumption that the
specified tolerance represents a two standard deviation
estimate.

The final quantity in Table 5 is the bulk resistance
measured by IS. Here, the value of U is a “best guess”
based solely on general observations. The minimum in
the value of �Z" is not an exact quantity. The curvature
at the minimum dictates the uncertainty of the deter-
mined quantity. The interval defined by U represents an
overall characterization of the interval between adjacent
values of Z' at the minimum of �Z" . Many of the
adjacent values were considerably less than this quantity,
but none was greater.

8.2 Calculated Quantities

To obtain the uncertainties of the calculated quantities
requires an analysis of both measurement uncertainty
and method uncertainty. The uncertainty in quantities
such as the specimen conductivity are based upon stan-
dard propagation of uncertainty techniques [42,43].
However, the uncertainty of the total charge passed QT

requires an additional analysis of the method uncer-
tainty. Equation (3) is not only a means of calculating
QT, it is also a discrete approximation of the continuous
function of current that varies with time. As a numerical
method, trapezoidal integration has inherent uncertainty
that is a function of both the time interval and the curva-
ture of the function being integrated [44].

Since the curvature in the function of current versus
time differs from specimen to specimen, a general ap-
proach was needed for the analysis of the method uncer-
tainty. In this experiment, the current through the speci-
men was measured every minute. From these
measurements one can perform a propagation of uncer-
tainty calculation based upon Eq. (3) to yield a measure-
ment uncertainty for a time interval of 1 min. Also, one
could extract every other datum, as if the current was
measured every 2 min, and perform the same uncer-
tainty calculation. A comparison of these two results
would indicate the effect of changing from a time inter-
val of 1 min to a time interval of 2 min. Fortunately, the
number 360 (the number of minutes in 6 h) has many
possible multiplicative factors. For Sample C-2, the ex-
traction of every n th datum was repeated for a number
of n values, the measurement uncertainty calculated,
and the results plotted (see Fig. 12) with the uncertainty
bars representing the expanded uncertainty U . Based
upon these results, for measurement intervals of less
than 10 min, there appears to be no significant method
uncertainty contribution to the overall uncertainty.

Fig. 12. Calculated total charge passed QT through specimen C-2 as
a function of the time increment �t between current measurements.
The error bars indicate the measurement uncertainty and the variation
in the expected values (solid circles) indicate the method uncertainty.
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